LABELS MUST BE PLACED ON THE INSIDE OF THE

DOOR OF ENCLOSURE:

LISTED - ENCLOSURE INDUSTRIAL CONTROL PANEL

LISTED - INDUSTRIAL CONTROL PANEL ENCLOSURE

LISTED - INDUSTRIAL CONTROL PANEL FOR SERVICE
EQUIPMENT USE

MANUFACTURER NAME WITH (SHOP ORDER #>

DRAWING # AS RECORDED TO THE UL LABEL # USED.

INDUSTRIAL CONTROL PANEL - SUBJECT S08A
@ UNDERWRITERS ILABORATORIES, INC

ELECTROL SYSTEMS, INC. FILE NO. Ei66806
ALL INTERIOR COMPONENTS ARE TO BE LABELED
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WIRE ONLY

WIRE INSULATION
75'C

NAME PLATE SCHEDULE NAME PLATE SCHEDULE
N.P. BREAKER POLES [AMPS]| [N.P. BREAKER POLES [AMPS
P—1 MAIN 2 100 NP—7 GHTS 'C’ 1 15
P=2 | ————— ——= [ ———1] [NP=8 GHTS ‘D" 15
P—3 | PHOTOCELL CONTROL 1 5 NP—8 GHTS 'E 5
NP—4 | TIME SWITCH CONTROL 5 P=10 | LIGHTS 'F' 5
NP_—5 LIGHTS 'A’ 1 5 NP—11 GHTS "G’ 2
NP—6 | LIGHTS 'B" 5 NP—12 GHTS 'H' 5

* BLANK SPACE| '~ HAS NO NAME PLATE BUT REQUIRES A BLANK INSERT ON DEAD FRONT
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PLEASE REFER ALL
INQUIRIES TO OUR
SHOP ORDER NUMBER
ESI-09-112-ES1

L~ INTERMATIC MODEL
#ET7021SC TIME SWITCH
-~ NEMA 1 ENCLOSURE

CIRCUIT BREAKER RACK
MOUNTED ON RISER

HAND-OFF-AUTD SELECTOR

FRONT DOOR - INSIDE VIEW

LIFT-0OFF DEADFRONT

g DOOR VIEW

SUITABLE FOR USE AS
SERVICE EQUIPMENT

GREEN GND BONDING
SCREW N

CAUTION:

PERCAUTION:
ANTES QUE CONECTE

LA CORRIENTE, ESTE
COMPLETAMENTE SEGURD
QUE TODAS LAS
CONECTIDNES

ESTEN BIEN APRETADAS.

AVIS:

TOUTES
JOINTURES ELECTRIQUES
AVANT DE FAIRE LES
CONREXTON.

IGHTEN ALL ELECTRICAL
BEFIRE

SWITCH BRACKET ASSEMBLY
MOUNTED ON DOOR FRAME

FIELD TERMINALS
FOR PHOTOCELL
RECEPTACLE

———— FIELD TERMINALS
FOR TIME SWITCH

LIGHTING
CONTACTOR
100 AMPS

GROUND BAR

ELECTRICAL SERVICE DATAr N/A

SERVICE LOCATION
ROGERS ST. BRIDGE @ ROGERS RD.

INTERIOR VIEW

CITY “OF ARLINGTON, TX.

COUNTY: TARRANT
PROJECT:

CS.J.f

HIGHWAY:

E/S WHICH
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